REPUBLIC OF NAMIBIA
OSHANA REGIONAL COUNCIL

Tel; (+264) 65 209315 Private Bag 5518
Fax: (+264) 65 222588 Oshakati

Request for Sealed Quotations
For NCS

SUPPLY, DELIVER TO SITE, INSTALL AIR
CONDITIONING INTO COMPUTER LABS AND SERVER
ROOM AT FILLIPUS AUPA SENIOR SECONDARY
SCHOOL, EHEKE SENIOR SECONDARY SCHOOL AND
OLUKOLOQO SENIOR SECONDARY SCHOOL

Procurement Reference No: NCS/RFQ/ONARC/DEIYSAC -245/2025/2026

Lot A: (FIllipus AUpa SS)...uu it e s e e
Lot B: (BEReKe S8 ). ittt
LOt C: (OTIKOI0 SSS). et oottt er e

Due Date: 29 January 2026 @ 11H00



REPUBLIC OF NAMIBIA
OSHANA REGIONAL COUNCIL

Tel: (+264) 65 209315 Private Bag 5518
Fax: (+264) 65 222588 Oshakati

To: All Prospective Bidders

Procurement Reference Number: NCS/RFQ/ONARC DEIYSAC-245/2025/2026

Dear Sir/Madam,

SUBJECTS: SUPPLY, DELIVER TO SITE, INSTALL/REPLACE AND
COMMISSIONING OF ENERGY EFFICIENT INVERTER AIR CONDITIONING
FACILITIES INTO COMPUTER LABS AND SERVER ROOM AT FILLIPUS AUPA
SENIOR SECONDARY SCHOOIL, EHEKE SENIOR SECONDARY SCHOOL AND
OLUKOLO SENIOR SECONDARY SCHOOL

The Oshana Regional Council invites you to submit your best quote for the items described in detail
hereunder. Any resulting contract shall be subject to the terms and conditions referred to in the
document.

Queries, if any, should be addressed to Alma Kamulilo, Head of Procurement Management Unit @
065 2288265 and Mr Mathias Lumingu @ 065 221197, Private Bag 5543, Oshakati.

Please prepare and submit your quotation in accordance with the instructions given or inform the
undersigned if you will not be submitting a quotation.
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SECTION I: INSTRUCTIONS TO BIDDERS

1. Rights of Public Entity

The Oshana Regional Council reserves the right:
(a) to accept or reject any quotation; or

(b) to cancel the quotation process and reject all quotations at any time prior to contract
award.

. Preparation of Quotations
You are requested to quote for the services mentioned in Section I by completing, signing
and returning:

(a) the Quotation Letter in Section II with its annex for Bid Securing Declaration,
where applicable;

(b) the Priced Activity Schedule in Section IV;

(c) the Specifications and Performance Standards Compliance Sheet in Section V;
and,
(d) any other attachment as deemed appropriate.

You are advised to carefully read the complete Request for Quotations document,
including the Special Conditions of Contract in Section VII, before preparing your
quotation. The standard forms in this document may be retyped for completion but the

Bidder is responsible for their accurate reproduction.

3. Validity of Quotations

The quotation validity period shall be /80 days from the date of bid submission deadline.

4. Eligibility Criteria

To be eligible to participate in this Quotation exercise, you should:

(a)
(b)
(©

(d)

(e)

have a valid certified copy of company Registration Certificate;
have an original or certified copy of valid good Standing Tax Certificate;

have an original or certified copy of valid good Standing Social Security
Certificate; '

have a valid certified copy of Affirmative Action Compliance Certificate, proof
from Employment Equity Commissioner that bidder is not a relevant employer, or
exemption issued in terms of Section 42 of the Affirmative Action Act, 1998,

a valid reference letter for successfully completed installation, replacement, and
commissioning of energy-efficient inverter air-conditioning facilities or similar
works, of not less than N$ 100,000.00, with a company seal.

(f) The bid document must be fully completed and all pages initialized.

5. Bid Securing Declaration

Bidders are required to submit a Bid Securing Declaration for this procurement process. The
Bidder shall furnish as part of its quotation.



. Services Completion Period

The completion period for services shall be within one month after acceptance/issue of
Purchase Order. Deviation in completion period shall not be accepted/shall be considered
if such deviation is reasonable.

Documents to be submitted

Bidders shall submit along with their quotations documents giving company’s profile, past
experience and evidence of similar services provided together with customers reference
details.

Sealing and Marking of Quotations

Quotations should be sealed in a single envelope, clearly marked with the Procurement
Reference Number, addressed to the Public Entity with the Bidder’s name at the back of
the envelope.

Submission of Quotations

Quotations should be deposited in the Quotation/Bid Box located at Oshana Regional
Council, Leo Shoopala Street, and Private bag 5518, Oshakati not later than 29 January
2026 at 11h00. Quotations by post or hand delivered should reach Oshana Regional Council
by the same date and time at latest. Late quotations will be rejected.

Quotations received by e-mail will not be considered.

10.0Opening of Quotations

Quotations will be opened internally by the Public Entity immediately after the closing
time referred to in section 9 above. A record of the Quotation Opening stating the name of
the Bidders and the amount, the presence or absence of a Bid Security/Bid-Securing
Declaration will be put on the website of the Public Entity and available to any bidder on
request within three working days of the Opening.

11.Evaluation of Quotations

The Public Entity shall have the right to request for clarifications in writing during
evaluation. Offers that are substantially responsive shall be compared on the basis of
evaluated cost to determine the lowest evaluated quotation.

Only bidder that are within 10 % variance of the public entities price estimate will be
considered for award,

12.Scope of Services, Specifications and Performance Standards

The Scope of Services and Performance Standards Compliance Sheet detailed in Sections
Il and V are to be complied with, Bidders may propose alternative for part of the scope
substantiating that such alternatives will equally serve the interest of the Public Entity.
However evaluation will be carried out as per the defined scope. Alternatives will only be
considered from bidders having submitted the lowest evaluated quotation as per the base
requirements.

Bidders have to substantiate in what manner the deviation in set specifications and
performance standards, if any, are not material deviation.



13.Prices and Currency of Payment
Prices for the execution of services shall be fixed in Namibian Dollars as quoted.
Quotations shall cover all costs of labour, materials, equipment, overheads, profits and all
associated costs for performing the services, and shall include all duties. The whole cost of
performing the services shall be included in the items stated, and the cost of any incidental
services shall be deemed to be included in the prices quoted.

14.Margin of Preference

The Margin of Preference on Price offered will be applied to the qualifying Bidders in
accordance with the Code of Good Practice on Preference, issued by the Ministry of Finance
and Public Enterprises through the Procurement Policy Unit (PPU). The lowest evaluated bid
price will be determined after the margin of preferences has been applied where applicable.

If a bidder qualifies for margins of preferences on more than one basis, all such margins of
preferences must be granted to the bidder and, when considering the bid, the bid price shall be
reduced with the amount determined in accordance with the formula below for the price
evaluation purposes.

A=MP x BP
100

in which formula

(a) “A” represents the amount to be determined:

(b) “MP” represents the total percentage of all margins of preferences granted in respect and
(c) “BP” represents the bid price.

CATEGORIES | MARGIN OF | DOCUMENT CRITERIA
OF BIDDERS | PREFERENCE | EVIDENCE TO BE

SUBMITTED

Submit a certified copy of'a | a bidder who is an
Small and | 1% valid original SME | SME, means an
Medium certificate, duly certified by | enterprise that has a
Enterprise the Commissioner of Qaths | valid Micro, Small and

as issued by the Ministry of | Medium  Enterprise
Industrialization, Trade and | certificate issued by
SME Development the Ministry
responsible for trade,
Declaration indicating the | whose minimum
percentage of Namibian | equity is 51 % owned
SME ownership. by Namibians.

Oshana Regional Council
reserves the rights to
inspect and confirm the

authenticity of the
information provided in the
declaration.
Women owned | 1% Submit a certified copy of | A bidder who is a
enterprise Identification ~ Documents | woman or  whose
(IDs) of all shareholders minimum  equity is

Founding 51% owned by




statement/company

registration indicating
ownership
structure/shareholder
certificate by the

Commissioner of Qaths
-declaration indicating the
percentage of Namibian
female ownership.

Oshana Regional Council
reserves the rights to
inspect and confirm the
authenticity of the
information provided in the
declaration.

Namibian women.

Youth Owned
FEnterprise

2%

Submit a certified copy
Identification  Documents
(IDs) of all shareholders
-Founding

statement/company
registration indicating
ownership
structure/shareholder
certificate by the

Commissioner of Oaths

In Namibia, individuals
between the ages of 16 and
35 are classified as youth.
According to Section 1 of
the National Youth Council
Act, 2009 Act 3 of 2009,
"youth" refers to a person
who is between the ages of
16 and 35. The age of an
individual will be
determined based on their
Identification Document
(ID).

Declaration indicating the
percentage of Namibian
youth ownership.

Oshana Regional Council
reserves the rights to
inspect and confirm the
authenticity of the
information provided in the
declaration.

A bidder who is a
youth  or  whose
minimum equity is
51% owned by
Namibian youths




Total margin | 4%
of preference

Award will be given to a bidder whose price is substantially responsive in accordance
with the least cost selection method after

14, Award of Contract

(a) The Bidder having submitted the lowest evaluated responsive quotation and qualified
to perform the services shall be selected for award of contract. Award of contract shall be
by issue of a Purchase Order/Letter of Acceptance in accordance with terms and
conditions contained in Section VI: Contract and General Conditions of Contract

(b} only one bidder shall be awarded per lof.

15, Performance Security
N/A

16. Notification of Award and Debriefing
N/A



SECTION II: QUOTATION LETTER

(to be completed by Bidders)
[Compilete this form with all the requested details and submit it as the first page of your quotation
with the Priced Activity Schedule and documents requested above. A signature and authorisation
on this form will confirm that the terms and conditions of this RFQ prevail over any attachments.
If your quotation is not authorised, it may be rejected. ]

Quotation Addressed to : [Name of Public
Entity]:

Procurement Reference Number:

Subject matter of Procurement:

We offer to provide the services detailed in the Scope of Service, in accordance with the terms and
conditions stated in your Request for Quotations referenced above.

We confirm that we are eligible to participate in this Quotation Exercise and meet the eligibility
criteria specified in Section 1: Request for Quotations.

We undertake to abide ethical conduct during the procurement process and the execution of any
resulting contract.

We have read and understood the content of the Bid Security/Bid Securing Declaration (BSD)
attached hereto and subscribe fully to the terms and conditions contained therein. We further
understand that this subscription could lead [forfeiture of the security amount / disqualification on
the grounds mentioned in the BDS/

The validity period of our Quotation is days [insert number of days] from the
date of the bid submission deadline.

We confirm that the prices quoted in the Priced Activity Schedule are fixed and firm and will not be
subject to revision or variation, if we are awarded the contract prior to the expiry date of the
quotation validity.

The services will commence within [to insert number| days from date of issue
of Purchase Order/ Letter of Acceptance.

The services will be completed within [to insert number] days from date of
issue of Purchase Order/ Letter of acceptance.

Quotation Authorised by:

Name of Bidder Company’s Address and seal

Contact Person

Name of Person Authorising the Quotation: Position: Signature:

Date Phone No./Fax




Appendix to Quotation Letter

Dates..

BID SECURING DECLARATION
{Section 45 of Act)

(Regulation 37(1)(b) and 37(5))

/ Daylmomh | vear ] ..........

Procurement Ref NO,! occvvvcciriciniisnsiesnssrnersssmsasssisnan

To:

[ inser f comp]efe name of Pubhc F nnty fmd addf ess] ........

I'We* understand that in terms of section 45 of the Act a public entity must include in the bidding document

the requirement for a declaration as an alternative form of bid security.

I/'We* accept that under section 45 of the Act, Vwe* may be suspended or disqualified in the event of

(a)

(b)
(©)

(@)

a modification or withdrawal of a bid after the deadline for submission of bids during the
period of validity;

refusal by a bidder to accept a correction of an error appearing on the face of a bid;

failure to sign a procurement contract in accordance with the terms and conditions set forth
in the bidding document, should I/'We* be successful bidder; or

failure to provide security for the performance of the procurement confract if required to do
so by the bidding document.

I/'We* understand this bid securing declaration ceases to be valid if 1 am/We are* not the successful Bidder

Signed: ..

{insert Mgnafm e of person whose nanie and capacrty are showrr]

Capacity of:
[indicate legal capacity of person(s) signing the Bid Securing Declaration]

Name: .

[insert complefe name o{ person signing the Bzd Secm ing Dec!ai anon]

Duly authorized to sign the bid for and on behalf of: [insert complete name of Bidder]

Dated on day of .
[insert date of signingf

Corporate Seal (where appropriate)

[Note*: In case of a joint venture, the bid securing declaration must be in the name of all partners to the
joint venture that submits the bid.]
*delete if not applicable / appropriate



Republic 61’ Namibia

Ministry of Labour, Industrial Relations and Employment Creation

Written undertaking in terms of section 138 of the Labour Act, 2015 and section
50(2)(D) of the Public Procurement Act, 2015

1. EMPLOYERS DETAILS

VAL N U DT oottt ittt ittt iunseseansessnanossonsnsenuesseensenesssneesrnesssess

Industry/Sector: .. RO E TP P TP TR SOROPR

----------------------------------------------------------------------------------------------
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2. PROCUREMENT DETAILS

Procurement Reference No.:............... PPN
Procurement Description; ................. e e e e e
Anticipated Contract Duration: ........ et e e e et
Location where work will be done, good/services will be delivered: ............. .

3. UNDERTAKING
ene e Jinsert full name], OWNEr/representative
o) . Feerraerer e Fereirirareaseriaaaas finsert fidi name of companyf

hereby undertake in writing that my company will at all relevant times comply
fully with the relevant provisions of the Labour Act and the Terms and Conditions of
Collective Agreements as applicable.

1 am fully aware that failure to abide to such shall lead to the action as stipulated in
section 138 of the labour Act, 2007, which include but not limited to the cancellation of
the contract/licence/grant/permit or concession.

Signature: ....ccoiviviiniiiiiiiniiiiiin

Date: L N N N N Y N N N RET]

N1V | H PP

Please take note:
1. A labour inspector may conduct unannownced lnspeetions to assess the level of compliance
2. This undertaking must be displayed ai the workplace where it will be readily accessible and visible by the employees rendering service(s) in
relations (o the goods and services being procured wnder this contract.



11

SECTION III: SCOPE OF SERVICES

1. SUPPLY, DELIVER TO SITLE, INSTALL/REPLACE AND COMMISSIONING OF
ENERGY EFFICIENT INVERTER AIR CONDITIONING FACILITIES INTO
COMPUTER LABS AND SERVER ROOM AT FILLIPUS AUPA SENIOR
SECONDARY SCHOOL, EHEKE SENIOR SECONDARY SCHOOL AND
OLUKOLO SENIOR SECONDARY SCHOOL AS PER ANNEXURE ATTACHED.

2. BIDDER ARE ENCOURAGED TO FAMILIARIZE THEMSELVES WITH THE SITE



LOT A:
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SECTION IV: PRICED ACTIVITY SCHEDULE

ACTIVITY SCHEDULE & PRICING: SUPPLY, DELIVER TO SITE,
INSTALL AND COMMISSIONING OF ENERGY EFFICIENT INVERTER
AIR CONDITIONING FACILITIES INTO COMPUTER LABS AND
SERVER ROOM - FILLIPUS AUPA SENIOR SECONDARY SCHOOL

ITEM
NO

DESCRIPTION

QTY

UNIT

PRICE

AMOUNT
N$

MECHANICAL - HEATING,
VENTILATION AND AIR
CONDITIONING - SPLIT AIR
CONDITIONERS

NOTES: Prices shall include provisions for all
conveying, delivering, unloading, storage,
insurances, fitting/fixing including all accessories
related to fixing of the AC's, testing and compliance
to standards, etc.

Guarantee & Warrantees

New product and all workmanship must be
guaranteed and must carry a minimum warrantee of
atleast six (6) months. The guarantee and warrantee
period shall commence on the date on which the
Certificate of Completion is signed by the duly
authorised official, Servicing, maintenance and
inspection during the period, must be carried out
free of charge atleast once in a six months period ot
as per manufacturer’s service schedule,

High-Wall Split AC's

Cooling capacity rated for 5.3kW (18 000 BTU/h)
and closely or similar reverse cycle, High-Wall
Split inverter air conditioning, R-32 based
refrigerant, single-phase power supply (230V AC,
50Hz), complete with an indoor, matching outdoor
unit, with a standard built in Wi-Fi functionality or
supplied complete with a Wi-Fi dongle, wireless
remote controller as well as a surface mountable
remote holder. Complete unit similar to "Midea
Xtreme R32 inverter Mid/High-Wall Split,
INVEXT-18-R3 air conditioning model series” or
equivalent approved, with net dimensions of about
(indoor unit, W750xD200mm & outdoor,
W750xH500num), Unit to be installed into the
"Lab Server Room", The outdoor condensing unit
to be neatly installed on the southern external brick
wall surfaces.




ITEM
NO

13

DESCRIPTION

QrTyY

UNIT

PRICE

AMOUNT
N$

Ceiling Cassette Split AC's

10,5kW (36 000 BTU/h) and closely or similar
reverse cycle, 8-way Ceiling Cassette Split DC
inverter air conditioning, R-410a or R-32 based
refrigerant, single phase power supply (230V AC,
50Hz), complete with an indoor, matching outdoor
unit, with a standard built in Wi-Fi functionality or
supplied complete with a Wi-Fi dongle, wireless
remote controller as well as a surface mountable
remote holder, Unit similar to "Midea Breezeless E
R32 MICAS-36/MICOND-36() compact roundflow
Ceiling Cassette full digital inverter (Wi-Fi
enabled) air conditioning model" or equivalent
approved, with net dimmessions of about (indoor
panel unit, W950xD950mm & outdoor unit,
W950xH850mm), long run piping. Units to be
installed into the "Computer Lab A & B". The
outdoor condensing unit to be neatly installed on
the nearest sourthern external brick wall surfaces or
as may be directed by the DoW's representatives.

Refrigerant Pipes

3/8" or 5/8" & 1/4" or 1/2" or similar Copper gas &
liquid refrigeration piping's respectively for
connections of the above indoor and outdoor units,
all pipes well and fully sleeved in Armaflex
insulations, Where pipes exits the wall / trunking,
they must be (compulsory) wrapped with UV
resistant-waterproofing membrane and neatly paint
finished with an associated waterproofing grey
paint for protection against harsh weather exposure.

Communication Cables

Install air conditioning communication cord,
consisting of 4 core 2.5mm? Cabtyre cable
measured per metre run, instatled parallel to/with
refrigerant piping's.

Power Supply Cables

Install air conditioning power supply ecircuit wiring
from the DB to isolator point & to ACs units,
consisting of 2core 4mm? + earth Surfix cable per
metre run, instalied into wireways channels ot
trunking surface mounted to brickwork, concrete,
steel, wood, roof members in ceiling void or similar
etc, complete with suitable installations/mounting
accessoties i.e coupling's, saddles, adaptors, bushes,
nuts etc,

Cable Support & Wireways

Surface mounted, 43 x 43mm / P2000 galvanized
channel to house and conceal electric power
cabling's indoor / outdoor.

50

50

50

12
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ITEM
NO

14

DESCRIPTION

Qry

UNIT

PRICE

AMOUNT
N§

Cable Support & Wireways

Surface mounted, 76 x 76mm / P3000 galvanized
channel to house and conceal all refrigerant,
condensate drainage piping and cabling's outside
the room.

Electrical Switches

Enclosed [P66 weatherproof surface mount pad-
lockable, 165x82mm, 32A/240V AC rated
electricat isolator four-pole switch disconnector,
including suitable PVC compression cable glands
fitted, to be mounted next to the AC's outdoor unit
as well as a 20-40A. S/P protection circuit breakers
to be installed in the power distribution board as per
matufacturer recommendations. All marked with
corresponding unit/office/room names eic and
ensure load/phase balancing etc. Note, each air-con
shall have it's own dedicated power supply as per
SANS 10142-1: wiring of premises, low Voltage
installations & shall NOT share neither be supplied
from any existing socket outlet point etc!

Support System and Cantilevers

Set of cantilever arm condensing unit wall
mounting brackets, coach/rawl plugs & screws,
accessories etc, the outdoor condensing unit shall
be securely mounted on brackets and in between the
condenser's chassis and mounting brackets, UV
resistant anti-vibration rubber neoprene mountings
must be used, to eliminate direct metal to metal
contact and help in absorbing vibrations, noisy etc.

Wireways & Condensate Drains

* 20 - 32mm@ rigid PVC condensate drain piping
neatly saddled and well aligned on wall surface,
shorter length from the indoor unit(s) or as agreed
& instructed by DoW, (NOTE, use of non-UV
resistant flexible plastic drain hose pipe accessories
are discouraged). Also, condensate drainage pipe
must discharge preferable at between 20-40mm
above ground, end part bend at about 20° away
from the wall and the drainage end opening must be
covered with S/8 mosquito/insect/fly screen mesh
secured with a suitable stainless Steel hose clamp.

m

Set(s)

Set

Sets




ITEM
NO

15

DESCRIPTION

QTY

UNIT

PRICE

AMOUNT
N$

10

1

12

Labour

Installations of the above new supplied split
High/Wall mount ACs, as per above proposed or
recommended specs, including workshop materials
as well as maintenance & user manuals,
comumissioning, pressure & leak testing, vacuuming
and R-410A / R-32 eco friendly refrigerant
charging to correct levels, tests for correct
operations and inspection prior to
completion/handing over and general site clearance
including minor repairs & paint touch up on
affected wall penetrations/surfaces, well and neatly
sealed to prevent leaks, potential vermin entry,
vibrations, etc and finished with surface matching
paint.

Labour

Installations of the above new supplied split
Under/Ceiling Cassette ACs, including workshop
materials as well as maintenance & user manuals,
commissioning, pressure & leak testing, vacuuming
and R-32 / 410a refrigerant charging to correct
levels, tests for correct operations and inspection
prior to completion/handing over and general site
clearance including minor repairs & paint touch up
on affected wall penetrations/surfaces, neat
covering around indoor unit panel & ceiling zinc
surfaces, all to be well and neatly sealed to prevent
leaks, potential vermin entry, vibrations, etc and
finished with surface matching paint,

Any other,

TOTAL CARRIED FORWARD TO SUMMARY OF SECTIONS

BILL TOTAL
N3

PAGE

1-4

SUMMARY OF SECTIONS

MECHANICAL - HEATING, VENTILATION
AND AIR CONDITIONING - SPLIT AIR
CONDITIONERS

Sub Total Bill items (N§)
Contingencies at (N§)
Sub Total (N§)

VAT at (N$)

GRAND TOTAL (N$)

Yo

Yo

15

N§

TOTAL CARRIED FORWARD TO SUMMARY
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LOT B:

ACTIVITY SCHEDULE & PRICING: SUPPLY, DELIVER TO SITE,
INSTALL AND COMMISSIONING OF ENERGY EFFICIENT INVERTER
AIR CONDITIONING FACILITIES INTO THE COMPUTER LAB AND
SERVER ROOM - EHEKE SENIOR SECONDARY SCHOOL

ITEM DESCRIPTION QTY | UNIT PRICE AMOUNT
NO N$

MECHANICAL - HEATING,
VENTILATION AND AIR
CONDITIONING - SPLIT AIR
CONDITIONERS

NOTES: Prices shall include provisions for all
conveying, delivering, unloading, storage,
insurances, fitting/fixing including all accessories
related to fixing of the AC's, testing and compliance
to standards, etc.

Guarantee & Warrantees

New product and all workmanship must be
guaranteed and must carry a minimum warrantee of
atleast six (6) months. The guarantee and warrantee
period shall commence on the date on which the
Certificate of Completion is signed by the duly
authorised official. Servicing, maintenance and
inspection during the period, must be carried out
free of charge atleast once in a six months period or
as per manufacturer’s service schedule.

I High-Wall Split AC's

Cooling capacity rated for 3,50kW (12 000 BTU/L)
and closely or similar reverse cycle, High-Wall
Split inverter air conditioning, R-32 based
refrigerant, single-phase power supply (230V AC,
50Hz), complete with an indoor, matching outdoor
unit, with a standard built in Wi-Fi functionality or
supplied complete with a Wi-Fi dongle, wireless
remote controller as well as a surface mountable
remote holder, Complete unit similar to "Midea
Xtreme R32 inverter Mid/High-Wall Split,
INVEXT-12-R3 air conditioning model series” or
equivalent approved, with net dimensions of about
{indoor unit, W750xD200mm & outdoor,
W750xH500mmy}. Unit to be installed into the
"Lab Server Room", The outdoor condensing unit
to be neatly installed on the sonthern external brick
wall surfaces.




ITEM
NO

17

DESCRIPTION

QTY

UNIT

PRICE,

AMOUNT
N§

Ceiling Cassette Split AC's

10,5k'W (36 000 BTU/h) and closely or similar
reverse cycle, 8-way Ceiling Cassette Split DC
inverter air conditioning, R-410a or R-32 based
refrigerant, single phase power supply (230V AC,
50Hz), complete with an indoor, matching outdoor
unit, with a standard built in Wi-Fi functionality or
supplied complete with a Wi-Fi dongle, wireless
remote coniroller as well as a surface mountable
remote holder. Unit similar to "Midea Breezeless B
R32 MICAS-36/MICOND-36Q compact roundflow
Ceiling Cassette full digital inverter (Wi-T'i
enabled) air conditioning model" or equivalent

approved, with net dimmessions of about (indoor

panel unit, W950xD950mm & outdoor unit,
W950xHE&50mm), long run piping. Units to be
installed into the "Computer Lab". The outdoor
condensing unit to be neatly installed on the nearest
sourthern exiernal brick wall surfaces or as may be
directed by the DoW's representatives.

Refrigerant Pipes

3/8" or 5/8" & 1/4" or 1/2" or similar Copper gas &
liquid refrigeration piping's respectively for
connections of the above indoor and outdoor units,
alf pipes well and fully sleeved in Armaflex
insulations, Where pipes exits the wall / trunking,
they must be (compulsory) wrapped with UV
resistan(-waterproofing membrane and neatly paint
finished with an associated waterproofing grey
paint for protection against harsh weather exposure.

Communication Cables

Install air conditioning communication cord,
consisting of 4 core 2.5min? Cabtyre cable
measured per metre run, installed parallel to/with
refrigerant piping's.

Power Supply Cables

Install air conditioning power supply circuit wiring
from the DB to isolator point & to ACs units,
consisting of 2core 4mm? + earth Surfix cable per
melre Tun, installed into wireways channels or
trunking surface mounted to brickwork, concrete,
steel, wood, roof members in ceiling void or similar
elc, complete with suitable installations/mounting
accessories i.e coupling's, saddles, adaptors, bushes,
nufs etc,

Cable Support & Wireways

Surface mounted, 43 x 43mm / P2000 galvanized
channel to house and conceal electric power
cabling's indoor / outdoor.

25

25

40

12
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ITEM
NO

18

DESCRIPTION

QTY

UNIT

PRICE

AMOUNT
N$

Cable Support & Wireways

Surface mounted, 76 x 76mm / PS000 galvanized
channel to house and conceal all refrigerant,
condensate drainage piping and cabling's outside
the room.

Electrical Switches

Enclosed IP66 weatherproof surface mount pad-
lockable, 165x82mm, 32A/240V AC rated
electrical isolator four-pole switch disconnector,
including suitable PVC compression cable glands
fitted, to be mounted next to the AC's outdoor unit
as well as a 20-40A S/P protection circuit breakers
to be installed in the power distribution board as per
manufacturer recommendations, All marked with
correspending unit/office/room names etc and
ensure load/phase balancing etc. Note, each air-con
shall have it's own dedicated power supply as per
SANS 10142-1: wiring of premises, low Voltage
installations & shall NOT share neither be supplied
from any existing socket outlet point etc!

Support System and Cantilevers

Set of cantilever arm condensing unit wall
mounting brackets, coach/rawl plugs & screws,
accessories ete, the outdoor condensing unit shall
be securely mounted on brackets and in between the
condenser's chassis and mounting brackets, UV
resistant anti-vibration rubber neoprene mountings
must be used, to eliminate direct metal to metal
contact and help in absorbing vibrations, noisy etc.

Wireways & Condensate Drains

+ 20 - 32mm® rigid PVC condensate drain piping
neatly saddled and well aligned on wall surface,
shorter length from the indoor unit(s) or as agreed
& instructed by DoW, (NOTE, use of non-UV
resistant flexible plastic drain hose pipe accessories
are discouraged), Also, condensate drainage pipe
must discharge preferable at between 20-40mm
above ground, end part bend at about 20° away
from the wall and the drainage end opening must be
covered with 8/8 mosquito/insect/fly screen mesh
secured with a suitable stainless Steel hose clamp.

m

Set(s)

Set

Sets
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ITEM DESCRIPTION
NO

QTY

UNIT

PRICE

AMOUNT
N3

10 Labour

Instaflations of the above new supplied split
Higlh/Wall mount ACs, as per above proposed or
recommended specs, including workshop materials
as well as mainitenance & user manuals,
commissioning, pressure & leak testing, vacuuming
and R-410A / R-32 eco friendly refrigerant
charging to correct levels, tests for correct
operations and inspection prior o
completion/handing over and general site clearance
including minor repairs & paint touch up on
affected wall penetrations/surfaces, well and neatly
sealed to prevent leaks, potential vermin entry,
vibrations, etc and finished with surface matching
paint.

11.000 | Labour

Installations of the above new supplied split
Under/Ceiling Cassette ACs, including workshoep
materials as well as maintenance & user manuals,
comumissioning, pressure & leak testing, vacuuming
and R-32 / 410a refrigerant charging to correct
levels, tests for correct operations and inspection
prior to completion/handing over and general site
clearance including minor repairs & paint touch up
on affected wall penetrations/surfaces, neat
covering around indoor unit panel & ceiling zinc
surfaces, all to be well and neatly sealed to prevent
leaks, potential vermin entry, vibrations, etc and
finished with surface matching paint.

12 Any other,

TOTAL CARRIED FORWARD TO SUMMARY OF SECTIONS

BILL TOTAL
N3

PAGE | SUMMARY OF SECTIONS

[-4 | MECHANICAL - HEATING, VENTILATION
AND AIR CONDITIONING - SPLIT AIR
CONDITIONERS

Sub Total Bill items (N$)
Contingencies at (N$)
Sub Total (N$

VAT at (N$)

GRAND TOTAL (N$)

%

%o

15

N3
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LOT C:

ACTIVITY SCHEDULE & PRICING: SUPPLY, DELIVER TO SITE,
INSTALL/REPLACE AND COMMISSIONING OF ENERGY EFFICIENT
INVERTER AIR CONDITIONING FACILITIES INTO THE COMPUTER
LAB AND SERVER ROOM - OLUKOLO SENIOR SECONDARY SCHOOL

ITEM DESCRIPTION QTY [UNIT | PRICE | AMOUNT
NO N$
MECHANICAL - HEATING,
VENTILATION AND AIR
CONDITIONING - SPLIT AIR
CONDITIONERS

NOTES: Prices shall include provisions for all
conveying, delivering, unloading, storage,
insurances, fitting/fixing including all accessories
related to fixing of the AC's, testing and compliance
to standards, etc.

Guarantee & Warrantees

New product and all workmanship must be
guaranteed and must carry a minimum warrantee of
atleast six (6) months. The guarantee and warrantee
period shall commence on the date on which the
Certificate of Completion is signed by the duly
authorised official. Servicing, maintenance and
inspection during the period, must be carried out
free of charge atleast once in a six months period or
as per manufacturer's service schedule. .‘.

1 High-Wall Split AC's

Cooling capacity rated for 3,50kW (12 000 BTU/h)
and closely or similar reverse cycle, High-Wall
Split invetter air conditioning, R-32 based
refrigerant, single-phase power supply (230V AC,
50Hz), complete with an indoor, matching outdoor
unit, with a standard built in Wi-Fi functionality or
supplied complete with a Wi-Fi dongle, wireless
remote controller as well as a surface mountable
remote holder, Complete unit siimilar to "Midea
Xtreme R32 inverter Mid/High-Wall Split,
INVEXT-12-R3 air conditioning model series" or
equivalent approved, with net dimensions of about
(indoor unit, W750xD200mm & outdoor,
W750xH500mm), Unit to be installed into the
"Lab Server Room". The outdoor condensing unit
to be neatly installed on the southern external brick
wall surfaces.




ITEM
NO
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DESCRIPTION

QTY

UNIT

PRICE

AMOUNT
N$

Ceiling Cassette Split AC's

10,5kW (36 000 BTU/h} and closely or similar
reverse cycle, 8-way Ceiling Cassette Split DC
inverter air conditioning, R-410a or R-32 based
refrigerant, single phase power supply (230V AC,
50Hz), complete with an indoor, matching outdoor
unit, with a standard built in Wi-Fi functionality or
supplied complete with a Wi-Fi dongle, wireless
remote controller as well as a surface mountable
remote holder. Unit similar to "Midea Breezeless E
R32 MICAS-36/MICOND-36Q compact roundflow
Ceiling Cassette full digital inverter (Wi-Fi
enabled) air conditioning model” or equivalent
approved, with net dimmessions of about {indoor
panel unit, W950xD950mm & outdoor unit,
WO50xH850mm), leng run piping. Units to be
installed into the "Computer Lab". The outdoor
condensing unit to be neatly installed on the nearest
sourthern external brick wall surfaces or as may be
directed by the DoW's representatives,

Refrigerant Pipes

3/8" or 5/8" & 1/4" or 1/2" or simifar Copper gas &
liguid refrigeration piping's respectively for
connections of the above indoor and outdoor units,
all pipes well and fully sleeved in Armaflex
insulations. Where pipes exits the wall / trunking,
they must be (compulsory) wrapped with UV
resistant-waterproofing membrane and neatly paint
finished with an associated waterproofing grey
paint for protection against harsh weather exposure.

Commnunication Cables

Install air conditioning communication cord,
consisting of 4 core 2.5mm? Cabtyre cable
measured per meire run, instailed parallel to/with
refrigerant piping's.

Power Supply Cables

Install air conditioning power supply circuit wiring
from the DB to isolator point & to ACs units,
consisting of 2core 4mm? + earth Surfix cable per
metre run, installed into wireways channels or
trunking surface mounted to brickwork, concrete,
steel, wood, roof members in ceiling void or similar
etc, complete with suitable installations/mounting
accessories i.e coupling's, saddles, adaptors, bushes,
muts ete,

Cable Support & Wireways

Surface mounted, 43 x 43mm / P2000 galvanized
channel to house and conceal electric power
cabling's indoor / outdoor.

12

12

15

m

m

m
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DESCRIPTION

QTY

UNIT

PRICE

AMOUNT
NS

10

Electrical Switches

Enclosed P66 weatherproof surface mount pad-
lockable, 165x82mm, 32A/240V AC rated
electrical isolator four-pole switch disconnector,
including suitable PVC compression cable glands
fitted, to be mounted next to the AC's outdoor unit
as well as a 20-40A S/P protection circuit breakers
to be installed in the power distribution board as per
manufacturer recommendations. All marked with
corresponding unit/office/room names etc and
ensure load/phase balancing etc. Note, each air-con
shall have it's own dedicated power supply as per
SANS 10142-1: wiring of premises, low Voltage
installations & shall NOT share neither be supplied
from any existing socket outlet point etc!

Support System and Cantilevers

Set of cantilever arm condensing unit wall
mounting brackets, coach/rawl plugs & screws,
accessories etc, the outdoor condensing unit shall
be securely mounted on brackets and in between the
condenser's chassis and mounting brackets, UV
resistant anti-vibration rubber neoprene mountings
must be used, to eliminate direct metal to metal
contact and help in absorbing vibrations, noisy etc.

Wireways & Condensate Drains

+ 20 - 32mm®@ rigid PVC condensate drain piping
neatly saddled and well aligned on wall surface,
shorter length from the indoor unit(s) or as agreed
& instructed by DoW, (NOTE, use of non-UV
resistant flexible plastic drain hose pipe accessories
are discouraged). Also, condensate drainage pipe
must discharge preferable at between 20-40mm
above ground, end part bend at about 20° away
from the wall and the drainage end opening must be
covered with S/S mosquito/insect/fly screen mesh
secured with a suitable stainless Steel hose clamp.

Labour

Installations of the above new supplied split
High/Wall mount ACs, as per above proposed or
recommended specs, including workshop materials
as well as maintenance & user manuals,
commissioning, pressure & leak testing, vacuuming
and R-410A / R-32 eco friendly refrigerant
charging to correct levels, tests for correct
operations and inspection prior to
completion/handing over and general site clearance

.including minot repairs & paint touch up on

affected wall penetrations/surfaces, well and neatly
sealed to prevent leaks, potential vermin entry,
vibrations, etc and finished with surface matching
paint,

Set(s)

Set

Sets
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ITEM
NO

DESCRIPTION

QTY

UNIT

PRICE

AMOUNT
N$

11

12

13

14

Cable Support & Wireways

Surface mounted, 76 x 76mm / P8000 galvanized
channel to house and conceal all refrigerant,
condensate drainage piping and cabling's outside
the room,

Labour

Installations of the above new supplied split
TUnder/Ceiling Cassette ACs, including workshop
materials as well as maintenance & user manuals,
commiissioning, pressure & leak testing, vacuuming
and R-32 / 410a refrigerant charging to correct
levels, tests for correct operations and inspection
prior to completion/handing over and general site
clearance including minor repairs & paint touch up
on affected wall penetrations/surfaces, neat
covering around indoor unit pane! & ceiling zinc
surfaces, all to be well and neatly sealed to prevent
leaks, potential vermin entry, vibrations, etc and
finished with surface matching paint.

Labour

Decommission, safe removal & handing over of
existing partially faulty AC's. Whole (evaporator,
condenser, refrigerant piping's, bracket sets etc)
units are to be decommissioned, removed from
position & replaced with new proposed Ceiling
Cassette or recommended sized A/C's unit as per
above specs;

Any other,

TOTAL CARRIED FORWARD TO SUMMARY OF SECTIONS

m

BILL TOTAL
N3

PAGE

1-4

SUMMARY OF SECTIONS

MECHANICAL - HEATING, VENTILATION
AND AIR CONDITIONING - SPLIT AIR
CONDITIONERS '

Sub Total Bill items (N§)
Contingencies at (N$)
Sub Total (N$)

VAT at (N§)

GRAND TOTAL (NS)

Yo

Yo

15

N$

TOTAL CARRIED FORWARD TO SUMMARY
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Priced Activity Schedule Authorised By: [insert company seal]

Name of signatory: Signature:

Position: Date:

Company Name :
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SECTION V: SPECIFICATIONS AND PERFORMANCE
STANDARD COMPLIANCE SHEET

[Public Enfity shall customise this section and the table hereunder where the Service Providers
have to achieve set specification and performance standards.]

Procurement Reference Number:

[Bidders should complete columns C and D with the specifications of the services offered. Also
state “comply” or “not comply” and give details of any non-compliance/deviation to the
specification required. Attach detailed technical literature if required. Authorise the specification

offered in the signature block below. ]

pecifications and
S |

‘Compliance of Specifications |

P

ce Offere

1 | ACTIVITY SCHEDULE |

& PRICING: SUPPLY,
DELIVER TO SITE,
INSTALL/REPLACE
AND COMMISSIONING
OF ENERGY
EFFICIENT INVERTER
AIR CONDITIONING
FACILITIES INTO
COMPUTER LABS AND
SERVER ROOM AT
FILLIPUS AUPA
SENIOR SECONDARY
SCHOOL, EHEKE
SENIOR SECONDARY
SCHOOL AND
OLUKOLO SENIOR
SECONDARY SCHOOL

* Columns A and B to be completed by Public Entity.

Specifications and Performance Standard Compliance Sheet Authorised By:

Name:

Signature:

Position;

Date:

Authorised for and on behalf of:

Company
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SECTION VI: CONTRACT AGREEMENT AND GENERAL

Any resulting contract shall be placed by means of a Purchase Order/Letter of Acceptance and shall
be subject to the General Conditions of Contract (GCC) Ref: NCS-LS/RFQ-GCC for procurement
of services (lump-sum) available on the website of the Public Entity (Oshana Regional Council)

CONDITIONS OF CONTRACT

except where modified by the Special Conditions below.

SECTION VII: SPECIAL CONDITIONS OF CONTRACT
Procurement Reference Number: NCS/RFQ/ONARC/DEIYSAC -245/2025/2026

The clause numbers given in the first column correspond to the relevant clause numbers of the GCC
[This section is to be customised by the Public Entity to suit the requirements of the specific

procurement].
GCCReference | . .
Definitions Adjudicator is Not Applicable for this contract
GCC 1.1(a)
Definitions The Memberis: ....cooovvviriiiiiiiienn
GCC 1.1(D [to be inserted at contract signing]
Definitions The Service Provideris: .........ooveiiiiiiiino.
GCC 1.1(0) [to be inserted at contract signing]
Notices Any notice shall be sent to the following addresses:
GCC 1.4 For the [Oshana Regional Council, Leo Shoopala Street, Oshakati], the
address and the contact name shall be: Head of PMU, Alma Kamulilo.
For the [Setvice Provider], the address and contact name shall be [fo be
inserted at contract signing]:
Authorised The Authorised Representatives are:
Representatives )
For the Public Entity:
GCC 1.6 , .
For the Service Providerfto be inserted at contract signing:
Effectiveness of | The date on which this Contract shall come into effect is

Contract

GCC2.1
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Starting Date
GCC2.22

The intended starting date for the commencement of Services is 5 days
after receiving the purchase order

Intended
Completion
Date

GCC 23

The intended completion date is 30 days after receiving the purchase
order.

Prohibition

GCC 3.2.3(c)

Service
Provider’s
Actions
Requiring Public
Entity’s Prior
approval

GCC 3.7(c)

The other actions are: Additional works if there be

Documents
Prepared by
Service
Provider to be
the Property of
the Public
Entity

GCC39

Restrictions on the use of documents prepared by the Service Provider are:

Conditions in the bid documents should be adhered to.

Payments of

Liquidated damages for the whole contract are [insert percentage of the

Liquidated final contract price] per week. The maximum amount of liquidated

Damages damages for the whole contract is [insert percentage/ of the final contract
price. N/A

GCC 3.10.1

Lack of . The percentage to be used for the calculation of]

Performance lack of Performance Penalty (ies) is . (Where

Penalty applicable) N/A

GCC 3.10.3

Performance (i) No Performance Security is required*or

Security

GCC3.11

* Delete as appropriate
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Assistance and
Exemptions

GCC5.

The assistance and exemptions provided to the Service Provider are (where
applicable):

Contract Price

GCC 6.2(a)

The amount in local currency is

Terms and
Condition of
Payment

GCC 64

Insert the payment terms in line with the GCC.

Interest on

Payment shall be made within 30 days of receipt of the invoice and the

Delayed relevant documents, and within 30 days in the case

Payments of the final payment.

GCC 6.5 The interest rate is 0

Price Price adjustment rnrof applicable.

Adjustment

GCC 6.6.1

Identifying The following inspections shall be carried out: after completion of every

Defects school

GCC 7.1 The defect liability period is: 3 months

Dispute In cases where no adjudicator has been appointed the disputes shall be

Settlement subject to the procedures of the laws of Namibia. If any dispute arises
between the Employer and the Contractor in connection with or arising out

GCC 8.2 of the Contract, the parties shall seek to resolve any such dispute by
amicable agreement, If the parties fail to resolve such dispute by amicable
agreement, within 14 days after one party has notified the other in writing
of the dispute, then the dispute may be referred to court by either party.

Dispute Not Applicable

Settlement

GCC8.2.3

Dispute The arbitration procedures of will be used (applicable to overseas service

Settlement provider)

GCC8.24

Dispute Not Applicable

Settlement

GCC8.25
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SCHEDULE 4

QUOTATION CHECKLIST SCHEDULE
[Public Entity to update this checklist to ensure that it contains the documents required from
Bidders for the specific procurement]

Procurement Reference No.: NCS/RFQ/ONARC/DEIYSAC -245/2025/2026

Description Attached (please tick if
submitted and cross if
not)

Quotation Letter

Priced Activity Schedule

Specification and Compliance Sheet

Bid Security/Bid securing declaration

One Reference letters

Disclaimer: The list defined above is meant to assist the Bidder in submitting the relevant
documents and shall not be a ground for the bidder to justify its non-submission of major
documents for its quotation to be responsive. The onus remains on the Bidder to ascertain that it
has submitted all the documents that have been requested and are needed for its submission to be
complete and responsive.



